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EDF-96D 220V contactor wiring 1

EDF-96D contactor wiring
220VAC controller and 220VAC contactor coil

AC220V

Connections and voltage selection
Connect the 220VAC supply to the controller Input terminals. Connect its Output terminals to contactor
coil A1/A2. Feed the contactor main inputs 1/L1 and 3/L2 directly from the supply; connect the illustrated
two-wire load to 2/T1 and 4/T2.

This circuit requires the 220VAC controller version and a matching 220VAC coil. The 12V and 24V
controller versions require their specified supplies and an appropriately designed load-control circuit.
Isolate power before wiring or maintenance.

Select the contactor and motor protection for the load current and starting duty. The controller output is
rated 10A for a resistive load or 5A for an inductive load, with direct-load power below 1000W.


